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A B S T R A C T
Foliar wetness plays an essential role in plant disease cycles and epidemic development yet no cost-effective
leaf wetness sensors (LWSs) are available that could be deployed within large areas to better understand that
role. Electronic LWSs comprise an artificial leaf and the electronic circuitry able to measure electrical impedance
changes due to water film or drops on the leaf surface. We propose a simple, compact and low-cost electronic
interface circuit (EIC) for artificial leaves based on capacitance changes. The circuit relies on the charge-transfer
capacitive sensing method and it is implemented by a microcontroller unit (MCU), which offers computation and
communication capabilities currently missing in commercial LWSs, This EIC can be used in custom and commer-
cial artificial leaves hence suits studies that require a close emulation of particular plant leaves.
1. Introduction
Between 2003 and 2012, about 12.5 million hectares were allegedly
disturbed by plant diseases, mostly in Asia and Europe (Lierop et al.,
2015). To mitigate this problem, several disease-warning systems have
been developed that rely on mathematical, empirical or hybrid models
that need leaf wetness duration data (LWD) (Rowlandson et al., 2015).
Leaf wetness can result from dew, fog, rain, and overhead irrigation.
It is a meteorological variable with no formal definition neither there
is any recommended method to measure it (Madeira et al., 2002). This
notwithstanding, electronic leaf wetness sensors (LWSs) are widely ac-
cepted and are the current technology of choice for LWD determination
(Rowlandson et al., 2015). LWSs measure the change in the electrical
impedance of a wire grid on the leaf, a clip attached to the leaf, or, more
commonly, an artificial leaf (Sentelhas et al., 2004), and yield an output
signal that changes according to the sensor’s surface wetness. The dry/
wet thresholds to determine LWD from that output signal are mostly
empirical (Wichink Kruit et al. 2004), so that current LWSs are intended
to be connected to external devices such as data loggers for further data
processing to determine LWD.
Artificial leaves are usually built from a rectangular-, circular- or
oval-shaped electrical insulator such as an electronic printed circuit
board (PCB) or a ceramic plate, and are based on either resistive or ca-
pacitive grids. Resistive artificial leaves use a grid built from two inter
digitated electrodes covered by hydrophilic material so that water ac-
cumulated on the surface, as drops or a film, reduces the electrical re-
sistance between the electrodes (Fig. 1, left). Capacitive artificial leaves
also use interdigitated electrodes but coated with dielectric material,
hence water deposited on the surface affects the capacitance measured
between the electrodes. Capacitive LWSs are more accurate and robust
against surface contamination than their resistive counterparts but tend
to be more expensive (Fig. 1, right). Further, leaf shapes and sizes avail-
able are limited and their cost, in excess of 100 USD, hinders their wide
use in experimental studies that should involve many units, for exam-
ple to assess the effect of sensor location and orientation, or in a dis-
ease-warning sensor network to be deployed within a wide area.
In this paper we describe a low-cost smart LWS that comprises an
artificial leaf built on a PCB that emulates existing commercial models,
and a novel electronic interface circuit (EIC) for capacitive sensors that
is based on the charge-transfer capacitive sensing method and a low-end
microcontroller unit (MCU). First, the sensitivity to different wetness
conditions of the artificial leaves (custom and commercial) is assessed.
Then, leaf wetness measurement performance is compared in two differ-
ent setups: (i) using the novel EIC with the custom leaf design and with
a commercial unit, and (ii) using the proposed smart LWS (electronic in-
terface plus custom-designed artificial leaf) and a commercial LWS that
includes an electronic interface with voltage output. Performance tests
have been carried out in lab and outdoor conditions.
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Fig. 1. LWS types: Resistive (left) (Davis Instruments) and Capacitive (right) (Decagon
Devices).
2. Development of a leaf wetness sensor
2.1. Capacitive artificial leaf
We have designed two capacitive artificial leaves with rectangular
(RECT) and oval (OVAL) shapes, printed on a 1.6mm thick fiberglass
plate, the usual PCB substrate, and whose dimensions are shown in Fig.
2. Capacitive leaf wetness sensors rely on the high value of the rela-
tive dielectric constant of water (ε⁠r ≈ 80) with respect to fiberglass (ε⁠r
≈ 3–6). Thus, the capacitance between two electrodes underneath the
“leaf” surface will depend on the presence of water drops or film on the
top fiberglass surface and on the shape and dimensions of the sensor.
Both sensors have interdigitated electrode patterns to increase their ef-
fective area hence the capacitance between them. The penetration depth
of the electric fields above the interdigitated electrodes is proportional
to the spacing between the centerlines of the sensing and the driver fin-
gers (Mamishev et al., 2004).
The PCB electrode side is covered with a 25µm protective coating
(Clear Protective Lacquer CPL200 H – Electrolube) while the other side
is left unprotected. The coating protects the PCB substrate against hu-
midity hence fulfilling one key requirement of electronic LWS (Lau et
al., 2000). Electrode width and gap are different for each sensor: 2.5mm
and 1mm for the RECT sensor (Fig. 2, left) and 0.4mm and 0.4mm for
the OVAL sensor (Fig. 2, right).
The accuracy of electronic LWSs is mainly limited by their phys-
ical characteristics (material, dimensions and shape) and their loca-
tion and spatial orientation when deployed. Commercial LWSs are de-
signed to mimic the thermodynamic properties of a standard plant leaf
whose specific heat is about 3750Jkg⁠−1K⁠−1. Since average leaf den-
sity is about 0.95g/cm⁠3 and its thickness is about 0.4mm, the leaf’s
heat capacity is about 1425Jm⁠−2K⁠−1, that can be closely emulated
by a 0.65mm fiberglass plate whose heat capacity is 1480Jm⁠−2K⁠−1
(Campbell Scientific). We have used a thicker plate because of avail-
ability hence our custom sensors will have a larger heat capacity that
translates into dry/wet thresholds different from those of commercial
sensors. The PCB coating effect on thermal conductivity is unknown be-
cause the coating’s thermal properties are not specified.
To obtain results that truly represent events in a large area, LWSs
must be placed in a suitable position because sun and wind exposure
heavily affect dew deposition and evaporation hence the impedance
measured. Schmitz and Grant (2009), for example, investigated the vari-
ability of dew duration in resistive sensors in a soybean canopy and
found that there was a vertical gradient of wetness during dew events,
and that wetness duration at the top of the canopy was longer for dew
events than for rainfall events. In the middle of the canopy, the fre-
quency of wetting was also higher for dew than rain, but wetness due to
rain lasted twice than wetness due to dew. At the bottom of the canopy,
wetness duration because of dew was rarely seen. Therefore, the deploy-
ment of several LWSs at different heights within the canopy could surely
provide a more accurate picture of leaf wetness duration.
2.2. Electronic interface circuit design
Interface circuits for capacitive sensors are available wherein the
sensor is directly connected to an MCU that converts capacitance to
a digital value without any previous signal conditioning stage or ana-
log-to-digital converter, which makes those circuits simple, compact,
and low cost. They are based on the charge-transfer method (Philipp,
1999), where the unknown capacitance is calculated by counting the
number of charge-transfer cycles needed to charge a reference capaci-
tor to a threshold voltage via the capacitive sensor (Fig. 3, left). C⁠x is
the sensor capacitance and C⁠r is a reference capacitor whose value is se-
lected to be much greater than C⁠x. Pins PX.0 and PX.1 are standard in-
put/output digital pins configurable as inputs (high-impedance input),
or as outputs that provide V⁠OL and V⁠OH output voltage levels that corre-
spond to a digital “0” and “1” respectively. V⁠x and V⁠r are the voltages
across C⁠x and C⁠r respectively.
The unknown capacitance C⁠x is measured in a three-stage sequence
controlled by the MCU:
(1) Reset (only at the beginning of each new measurement cycle). PX.0
and PX.1 are both set as outputs that provide a digital “0” (V⁠OL ≈
0V). Therefore, C⁠r is discharged towards V⁠OL, so that V⁠r[0] ≈ 0.
(2) Charging stage. PX.0 changes to a digital “1” (V⁠OH) and PX.1 is set as
an input port (high-impedance state). C⁠x charges exponentially to-
wards V⁠OH (Fig. 3, ascending lines).
(3) Charge-redistribution stage. PX.0 is now set as an input port while
PX.1 is set as an output at V⁠OL so that charge redistributes between
C⁠x and C⁠r. V⁠x decreases and V⁠r increases (Fig. 3, rising lines). The
control program starts to increment the number of charge-transfer
cycles N⁠x and goes back to the charging state. The charging and
Fig. 2. Custom RECT (left) and OVAL (right) capacitive leaf wetness sensors (not to scale).
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Fig. 3. Direct capacitive sensor-to microcontroller interface circuit and voltage across C⁠x
during a measurement cycle.
charge-redistribution stages are repeated until the voltage across C⁠r
reaches the input threshold V⁠T at PX.0. Since V⁠r [0] = 0, after N⁠x
cycles the unknown capacitance can be approximated by (Fig. 3,
right) (Gaitán-Pitre et al., 2009).
(1)
V⁠OH and V⁠T depend on the supply voltage (V⁠DD) and ambient temper-
ature.
The MCU selected to implement this interface was the PIC16F785
(Microchip Technology) operating at 4MHz. For V⁠DD=2.50V, we mea-
sured V⁠OH=2.48V, and V⁠T=0.88V, which are within the voltage
ranges specified by the manufacturer. These values are assumed to re-
main constant during the measurement time. If the circuit is calibrated
by measuring two known capacitors, then the dependence on the supply
voltage (V⁠DD) and the threshold voltage (V⁠T) is removed. Calibration can
reduce uncertainty to ±0.015 FSR (Full Scale Range) in the range from
10 pF to 100 pF and to ±0.008 FSR in the range from 100 pF to 1 nF
(Gaitán-Pitre et al., 2009).
Fig. 4. Electronic interface circuit for the capacitive LWS (C⁠x) and its connection to the
analog input of a data logger. The function of the pins PX.0 and PX.1 in Fig. 3 were, re-
spectively, implemented by pins RB6 and RB7 of the microcontroller.
The interface circuit designed can accept more capacitive sensors by
using additional MCU I/O pins. If sensor capacitances are similar, they
can share a single reference capacitor. Otherwise, the desired resolution
can be achieved by using separate reference capacitors for different sen-
sor ranges or for other capacitive sensors intended for additional para-
meters such as temperature and solar radiation.
The resulting digital value N⁠x was used to modulate a PWM signal
generated by the MCU. This signal was then low-pass filtered by an RC
circuit (Fig. 4) hence the resulting dc voltage, proportional to C⁠x can be
read externally, for example by a data logger. To avoid voltage loading
effects, the low-pas filtered signal is buffered to yield V⁠out. This indirect
digital-to-analog conversion allows a data logger to simultaneously mea-
sure the custom LWS and a commercial LWS with voltage output dur-
ing our tests. Obviously, in normal use, the digital output of the MCU
can be directly recorded or transmitted without this intermediate dig-
ital-to-analog conversion used for our experimental comparison with a
commercial sensor that yields an analog output.
The power consumption of the measurement process depends on its
duration hence on the resulting digital value N⁠x and its maximum is
5µW for 18ms when N⁠x=255.
2.3. Experimental setup for performance assessment
The performance of the two custom capacitive artificial leaves
(RECT and OVAL) and the designed EIC have been compared against
two commercial sensors, both in a controlled environment and in
open-air conditions. The commercial sensors were: (i) the “rain sen-
sor” (Telecontrolli Spa) (Fig. 5, left) built on a ceramic substrate (alu-
mina) and which does not include any electronic interface, and (ii) the
“LWS leaf wetness sensor” (Decagon Devices) (Fig. 5, right) built on a
0.65mm thick fiberglass substrate and which includes its own electronic
circuitry. Table 1 summarizes the shapes and dimensions of the two cus-
tom leaves and the two commercial LWSs, henceforth named Model A
(rain sensor) and Model B (leaf wetness sensor).
2.3.1. Indoors (lab) tests
First, the capacitance of the three sensors with no electronics was
measured with a 4294A impedance analyzer (Agilent Technologies) in
dry and wet conditions. Sensor surfaces were homogeneously sprayed
with water to obtain a 100% wet condition and later dried with a hair
dryer.
Next, the transfer characteristic of the EIC shown in Fig. 4 with
R⁠0=100 kΩ and C⁠0=10 µF in the PWM demodulator was determined
by measuring a set of known capacitors. R⁠0 and C⁠0 were chosen to ob-
tain a PWM signal of 1kHz. The test capacitors were selected to cover
the sensor capacitance range observed in the first test, and C⁠r was ac-
cordingly selected.
Finally, the output voltages of the four sensors in dry and wet condi-
tions were compared to each other.
Fig. 5. Leaf wetness sensors: “Model A” from Telecontrolli (left) and “Model B” from Decagon Devices, with integrated electronics (right) (not to scale).
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Table 1
Dimensions (length×width× thickness) of the four leaf wetness sensors measured.
RECT Rectangular 4.5cm×2.0cm×1.6mm
OVAL Oval 11.2cm×5.8cm×0.3cm
Model A Circular 3.0cm×3.0cm×0.1cm
Model B Oval 11.2cm×5.8cm×0.3cm
2.3.2. Outdoor validation tests
The response of the OVAL, Model A and Model B sensors were
compared through two outdoor tests: first, the two commercial sensors
(Model A and Model B) and later the two oval-shaped sensors (OVAL
and Model B). Both tests were performed in an outdoor terrace with the
sensors spaced 20cm and the same spatial orientation (Fig. 6) during
two or more days. The output analog signals from the novel EIC and
Model B’s interface were simultaneously recorded by a commercial data
logger (HOBO U12-013, Onset).
3. Experimental results and discussion
3.1. Capacitance of dry and wet artificial leaves
Table 2 summarizes the capacitance values measured for sensors
RECT, OVAL and Model A in fully wet and dry conditions with the Ag-
ilent 4294A impedance analyzer, using an R-C series equivalent imped-
ance model. The relative uncertainty of the impedance analyzer is below
±1% for capacitances from 10 pF to 1 nF when measuring at 100kHz
and 0.5V in the oscillator output level. Model B capacitance could not
be measured because it cannot be separated from its electronic circuitry.
Model A shows the capacitance variation specified by the manu-
facturer. Capacitance in dry condition increases with leaf surface area
(OVAL compared to RECT) and with the number of interdigitated elec-
trodes (Model A compared to RECT), and relative capacitance changes
are larger for small-capacitance sensors, as expected.
3.2. Electronic interface circuit transfer characteristic
The circuit in Fig. 4 was designed with C⁠r=15 nF for the RECT sen-
sor and C⁠r=33 nF for OVAL and Model A sensors. These values were
selected to guarantee C⁠r >> C⁠x in the wet condition (largest C⁠x) but
without overflowing the microcontroller’s counter register.
Since the relation between N⁠x and C⁠x in Eq. (1) is hyperbolic, Fig. 7
shows the relation between 1/C⁠x and V⁠out. Fig. 7 (left) shows V⁠out for C⁠x
from 10 pF to 90 pF, the range for the RECT sensor and Fig. 7 (right)
shows V⁠out for Model A’s C⁠x range (from 70 pF to 400 pF). Test capaci-
tors were measured with a model 4080D LCR meter (Motech Industries)
at 10kHz (switching frequency of the charge-transfer capacitive sensing
method), whose uncertainty is ±(0.5% reading+1 pF) from 15.91 pF to
159.1 pF, and ±(0.2% reading+1 pF) from 159.1 pF to 1.591 µF.
The relationship between 1/C⁠x and V⁠out is roughly linear. Linear
regression yields the following equations for V⁠out1 (RECT capacitance
range) and V⁠out2 (Model A capacitance range),
(2)
(3)
from where the sensitivity and offset can be directly obtained. Table 3
summarizes them together with an estimate of the full-scale range (FSR)
error for both reference capacitors (C⁠r=15 nF and C⁠r=33 nF).
One issue with the charge transfer approach used here is that the
measurement resolution of C⁠x is not uniform within the whole measure-
ment range and worsens for the higher C⁠x values (Gaitán-Pitre et al.,
2009). From Eq. (1),
(4)
Therefore, the resolution will be better in dry conditions because C⁠x
is smaller (larger N⁠x). Since the capacitance of the dry sensor is about
5 times smaller than in wet conditions (Table 2), the resolution will be
about 25 times better which favor the detection of dew onset and dew
dry off.
3.3. Wet-dry tests of the EIC connected to different artificial leaves
The three first rows of Table 4 show V⁠out for the three different sen-
sors connected to the EIC as a function of sensor wetness and the last
row shows the voltage output of Model B. The RECT and OVAL sen-
sors yield the highest output voltage hence provide a quite comfortable
threshold to clearly differentiate between wet and dry conditions. Model
A connected to the EIC also provides an output voltage higher than that
of Model B.
The time evolution of V⁠out for the wetting/drying test was obtained
by simultaneously recording with the data logger the voltage response
of Model A connected to the new EIC and that of Model B. Both sen-
sors were placed in the same position and their surface wetness was in-
creased with a sprayer and then dried with a hair dryer. Fig. 8 shows
that both sensors roughly display the same evolution hence demonstrat-
ing that the proposed EIC allows Model A to yield the same qualitative
information as Model B but with better sensitivity. (In Fig. 8 and the fol-
lowing figures, the sign of V⁠out has been inverted and the graph has been
vertically shifted to match 0V in dry condition.) Nevertheless, the dif-
ference in size and materials makes Model B to dry quicker than Model
A hence affecting the correlation coefficient (R=0.89) between the two
responses.
OVAL and Model B, which have similar shape and dimensions (Fig.
9) but are built from different materials, were also compared in the
laboratory. The results from the same wetting-drying experiment are
shown in Fig. 10. The response of OVAL closely resembles that of
Model B and the correlation coefficient is now 0.98. However, OVAL
is more sensitive because it yields a 1.3V voltage change compared to
0.45V change for Model B. There is a small time delay (Δt < 10s) be
Fig. 6. Measurement setup for open-air tests.
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Table 2
Capacitance changes of RECT, OVAL and Model A artificial leaves.
Sensor Dry (pF) 100% wet (pF) ΔC (pF)
RECT 15.2 90.0 ≈75
OVAL 70.2 381.3 ≈310
Model A 106.7 402.1 ≈305
tween the two responses attributable to the latency of the communica-
tion between the data logger and the computer.
3.4. Outdoors validation
3.4.1. Test 1: Model A sensor vs. Model B sensor
We characterized the response of the EIC connected to the commer-
cial circular sensor (Model A) and compared it to that of the commercial
system (Model B) during two consecutive days.
Fig. 11 shows an extract of the results obtained (500min of over
2000min studied). The correlation coefficient of both responses is 0.85
meaning that both systems roughly yield the same qualitative informa-
tion about leaf wetness in open-air conditions. Differences in shape, size
and coating (Model A, circular, 3cm in diameter, and Model B, OVAL,
11.2cm×8cm) can explain the reduced correlation already seen in the
lab tests.
3.4.2. Test 2: OVAL sensor vs. Model B sensor
Fig. 12 shows an excerpt of leaf wetness measurements performed
with the OVAL (Fig. 12a) and Model B sensors (Fig. 12b) for three
consecutive days. These results have been compared with rain record-
ing (Fig. 12c) and the measured air temperature and (calculated) dew
point temperature (Fig. 12d) from a nearby public weather station
(Viladecans weather station). Dew appears when the condensation tem-
perature equals the ambient temperature (Lawrence, 2005) and lasts for
some time after ambient temperature is higher than condensation. The
time delay between some events in the Viladecans weather station and
the measurements on our sensors can be attributed to the 5kmthat sep-
arate the two locations.
Measurements show that both sensors detect rain (event I and event
II). Rain in event I (0.1mm) is simultaneously detected by both sen-
sors but the OVAL sensor is more sensitive (ΔV = 0.8V) than Model B
sensor (ΔV = 0.1V), as already observed in the laboratory tests (Table
4). The correlation coefficient between the two responses is 0.92. Rain-
fall at event II (2 mm), which occurs in a period of time when there
is also condensation, is also simultaneously detected by both OVAL
(ΔV = 1.4V) and Model B (ΔV = 0.5V) sensor. Since the rain was
more intense than event I, the voltage values measured are the satura-
tion values of both sensors (Table 4).
The OVAL sensor dries up much more slowly than Model B. For this
reason the Model B sensor detects two dew points after rainfall (events
III and IV), while OVAL sensor remains wet until the end of three events.
For these reason, the OVAL sensor shows a larger wetness duration
(Δt = 29h) than Model B (Δt = 12h). These results are summarized in
Table 5. These differences in the drying process could presumably be
due to the different leaf coating used, which makes the correlation coef-
ficient to fall down to 0.23.
Therefore, the differences in shape, size, materials and surface treat-
ments in open-air conditions become very important, particularly dur-
ing the drying process. Environmental parameters such as wind direc-
tion and intensity and solar radiation are also relevant. The onset of rain
can be correctly detected but the duration of rain episodes or leaf wet-
ness resulting from them cannot be directly obtained from the raw sig-
nal, which is not a surprise as neither leaves from different plants nor
leaves from the same plant dry off at the same time.
4. Conclusions
Plant disease cycles and epidemic development depend on foliar
wetness but no proved method is available for in-field leaf wetness du-
ration (LWD) measurement. This can be attributed to both the lack of
an agreed definition for leaf wetness and to the different response of
commercial leaf wetness sensors (LWSs). These sensors comprise an em-
ulated leaf and, in some cases, an electronic interface that yields a volt-
age indicative of the amount of free water on the artificial leaf surface.
Electronic interfaces provide a repetitive response but albeit the capaci-
tive sensors tested change their impedance at the same time when wet-
ted, they dry off at very different rates. This diverse response arises from
their different shapes, sizes, materials and surface properties, in addi-
tion to inclination and orientation, and makes it very difficult to estab-
lish fixed thresholds for the wet-to-dry transition.
We have developed a novel electronic interface circuit (EIC) for ar-
tificial leaves based on capacitance changes that is more sensitive to
leaf wetness than a commercial sensor with integrated electronics. Fur-
thermore, capacitance is measured by using the charge-transfer method
implemented by a microcontroller (MCU) without any additional ac-
tive analog component. This results in a simple, compact solution whose
components cost less than 5 USD yet this EIC still allows to determine
duration intervals according to programmable thresholds and to com-
municate the results.
This EIC has been successfully applied to custom and commercial
emulated leaves and can be adapted to any other capacitive sensor by
changing the value of a single component hence it can be helpful in
testing different leaf shapes and sizes, electrode configurations and sur
Fig. 7. Output voltage of the proposed EIC as a function of 1/C⁠x. Left: C⁠x from 15 pF to 80 pF with C⁠r=15 nF. Right: C⁠x from 70 pF to 400 pF with C⁠r=33 nF.
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Table 3
Characteristics of the EIC.
Offset
(V)
Sensitivity
(V/pF)
Residuals std.
dev. ΔV⁠out,
(mV)
FSR error
ΔV⁠out/V⁠FSR,
(%)
C⁠r=15
nF
0.27 33.6 ±96 5.4
C⁠r=33
nF
0.05 112.2 ±45 3.2
Table 4
Response of the three artificial leaves connected to the electronic interface compared to
model B LWS.
Sensor Dry (V) 100% wet ⁠a (V) ΔV (V) S (V/mL)
RECT 0.0 1.5 1.5 1.5
OVAL 0.0 1.4 1.4 0.7
Model A 0.1 0.9 0.8 0.6
Model B 0.0 0.5 0.5 0.2
a 1mL water for RECT and Model A sensors, and 2mL water for OVAL and Model B
sensors.
Fig. 8. Response of Model A and Model B sensors to a wetting-drying test in the labora-
tory.
Fig. 9. Model B (left) and OVAL (right) sensors ready for the wetting-drying experiment.
Fig. 10. Response of OVAL and Model B sensors to a wetting-drying test in the laboratory.
The delay observed in the OVAL response is due to the latency of the communication with
the computer.
Fig. 11. Response of Model A and Model B LWSs during a 500min (8 h 20min) extract of
the 2000min (33h 20min) test.
face layers that better emulate specific plant leaves. Its low cost opens
up the possibility of simultaneously measuring several artificial leaves
with different inclinations and orientations, and also measure other sen-
sors, for example for temperature, wind or solar radiation.
5. Uncited references
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Fig. 12. Measurements obtained in test 2 to compare OVAL and Model B sensors for three days. (a) OVAL sensor; (b) Model B sensor; (c) rainfall and (d) air temperature (black) and dew
point temperature (gray) from a nearby public weather station.
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Table 5
Response of the OVAL and Model B LWSs to dew and rain presence and duration.
Sensor
Rain event I
(0.1mm)
Rain event II (0.2mm) and Dew point
detection
ΔV
(V)
Δt
(h) ΔV (V) Δt (h)
OVAL 0.8 1 1.4 29
Model
B
0.1 1 0.5 12
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